
  

6 21599 04/03/09 ND 

 

5 4920 01/11/88 WAH 

 

THIRD 
ANGLE 
PROJECTION  

 

5 2433 01/20/86 TPP DRAWN BY CIA 06/10/85 TITLE 2% ACCY. AC INPUT VOLTMETER - 3PH INPUT 

 

4 1711 06/17/85 WKB APPROVED WKB 06/10/85 DWG No A 

 

3 1176 12/10/84 WAH  
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NOTES:  

1) OPTION IS WIRED TO LOAD (OUTPUT) TERMINALS OF 
AC CIRCUIT BREAKER (CB1). 

2) AC VOLTMETER (M4) WILL INDICATE LINE-TO-LINE 
VOLTAGE, CHOSEN BY PHASE SELECTOR SWITCH 
(SW5). 

3) VOLTMETER (M4) WILL INDICATE VOLTAGE ONLY WHEN 
AC BREAKER (CB1) IS CLOSED. 

REV ECN No DATE APP  

UNLESS OTHERWISE NOTED, DIMENSIONS 
ARE IN INCHES AND TOLERANCES ARE: 
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PROJECTION  

 

DRAWN BY CIA 06/10/85 TITLE 2% ACCY. AC INPUT VOLTMETER - 3PH INPUT 

 

APPROVED WKB 06/10/85 DWG No A 
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NOTES:  

1) CONTACTS 1+3, 2+6 AND 4+18 ON SWITCH (SW5) ARE JUMPERED, PRE-WIRED FROM THE 
SUPPLIER. 

2) IF PRE-DRILLED CUSTOM INSTRUMENT PANEL IS NOT SUPPLIED IN BOM, OR IS NOT 
AVAILABLE, CUSTOM CUT AND DRILL FRONT PANEL FOR METER MOUNTING USING HOLE 
PATTERN (FN5002-00).  

UNLESS OTHERWISE NOTED, DIMENSIONS 
ARE IN INCHES AND TOLERANCES ARE: 
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WIRE LIST 

No.

 
CODE

 
GAUGE FROM

 
TO 

305

 
YE #20 AWG

 
SW5-2

 
M4-1 

306

 
YE #20 AWG

 
SW5-4

 
M4-2 

307

 
YE #20 AWG

 
SW5-1

 
CB1-2

 
308

 
YE #20 AWG

 
SW5-7

 
CB1-4

 
309

 
YE #20 AWG

 
SW5-5

 
CB1-6

 

J-1

 

YE #20 AWG

 

SW5-1

 

SW5-3

 

J-2

 

YE #20 AWG

 

SW5-2

 

SW5-6

 

J-3

 

YE #20 AWG

 

SW5-4

 

SW5-8

    


