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HIGH-LOW DC NOTES

VOLTAGE ALARM

) NTACT HOWN IN NON-ALARM CONDITION.
PC BOARD ASSY. A2 1) CO CTS SHO I ON-AL CONDITIO

2) ITEMS DS3/0S4/R7S NOT SUPPLIED WITH
OPTIONS EJO083-01 THROUGH EJO083-07.

3) RS7 NOT USED ON 12V CHGRs.
4) R75 NOT USED ON 12V & 24V CHGRs.
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WIRE LIST
TRANSFORMER TBS (REF.) No. CODE FROM O
T (REF.) 251 BK TBS(-) | SO2-2
Coviv2 252 RD TBS(+) | RS7-1T
Lo gy 252 R0 253 RD RS7-1T | SO2-6
sl o 254 OR RS7-2B | SO2-8
NS 255- SEE INDICATOR
i 260 WIRING BELOW
Nl & 261 P SO2-13 | T1B3-1
HIGH-LOW DC VOLTAGE 262 | PU | S02-10 | TB3-2
PC BOARD ASSY. A2 263 PU S02-12 TB3-3
265 .8U 251 .8BK 254 .0R. 2 RS7 1 252 .RD 264 BLI SD2_1 l T83_4
2EgBU' 1] 2] — 2§3é0 - — 265 BU SO2-1 TB3-5
—13 4 — : ] N 266 BU SO2-3 TB3-6
5| [s}—= == o WIRE LIST W/IND
257 .WH/BU. 7 ? 254 .0R. 075 - ] ] g ( SEE NDTE 2)
258.R0O. — N 262 .PU. A.WH/BU.
spwn o o g N C§§>2 255 | WH/OR | SO2-16 | DS4-1
e LAY 12] — 3 “LOW OC 256 | WH/BR | SO2-15 | T1-Y2
256 WH'/BR' 1—3 So2 i 255. WH/0R ; VOL TAGE” 257 WH/BU SD2_7 R75_1
———1s 16— . bs03 257A | WH/BU | R75-2 | DS3-1
259. WH/RD 1 255.wH/0OR " 298 RD RS7-1T S0e-8
: '2<§§> : : 259 | WH/RD | DS4-2 T1-Y1
o oC 260 BK DS3-2 | TBS(-)
VOLTAGE" No. CODE FROM T0
S04 NOTES :
1) ALL WIRE IS #20 AWG UNLESS OTHERWISE SPECIFIED.
2) ITEMS DS3/0S4/R75 AND WIRES #255-260 NOT
SUPPLIED WITH EJO083-01 THROUGH EJO083-07.
3) R57 AND WIRE #258 NOT USED ON 12V CHGRs.
4) R75 AND WIRE #257A NOT USED ON 12V & 24V CHGRs.
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